
 Fixture Location/Description Lab # Test Date  Test Result # of Retests Final Test Result
YCIS Restroom 6162017-01 6/16/2016 20 ppb 3 ND
YCIS West drinking fountain 6162017-02 6/16/2016 20 ppb 3 ND
YCHS Basement fountain 6162017-03 6/16/2016 20 ppb 3 ND
YCHS 2nd floor drinking fountain 6162017-04 6/16/2016 20 ppb 3 ND
YCHS 3rd floor drinking fountain 6162017-05 6/16/2016 20 ppb 3 ND
YCES Main floor 6162017-06 6/16/2016 20 ppb 3 ND
YCES 1st floor 6162017-07 6/16/2016 20 ppb 3 ND
District Office building 6162017-08 6/16/2016 20 ppb 3 ND
YCDO Health Center building 6162017-09 6/16/2016 20 ppb 3 ND
Cafeteria YCHS building 6162017-10 6/16/2016 20 ppb 3 ND

Water Testing Results - Yamhill Carlton School District
Action Level is 20 parts per billion (ppb)

 ND = Non Detect - Lead level is below the set detection limits
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